
PROJECT INFORMATION

PROPERTY LOCATION:  601 EASTLAKE AVE E, SEATTLE WA 98109

PARCEL NUMBER:  292504-9097
TOTAL PROPERTY SIZE:  0.34 ACRES

CURRENT ZONING:  SM-SLU 100/95 
URBAN VILLAGE:  SOUTH LAKE UNIION URBAN CENTER
"PARKING FLEXIBILITY AREA"

SEATTLE LANDMARK:  76/95 

APPLICABLE BUILDING AND ZONING CODES:  
SEATTLE MUNICIPAL CODE, 2018 SEATTLE BUILDING CODE, 2018 SEATTLE EXISTING BUILDNG CODE, ICC A117.1-2009

BUILDING OCCUPANCY BY USE:  B AND R-2
CONSTRUCTION TYPE: V-A 
FIRE SPRINKLER:  FULLY SPRINKLERED PER 1997 BUILDING PERMIT DRAWINGS AND HAS SIDE WALL SPRINKLERS 
ALONG THE EXTERIOR DECKS AND STAIRS

BUILDING FOOTPRINT (WITHOUT DECKS): 7,546 SF
PROPOSED DECK FOOTPRINT:  1,260 SF

GROSS BUILDING AREAS 
BASEMENT (MIXED OCCUPANCY): 7,546 SF
FIRST FLOOR (B OCCUPANCY):  7,546 SF
SECOND FLOOR (R-2 OCCUPANCY):   7,207 SF
THIRD FLOOR (R-2 OCCUPANCY):   7,207 SF

TOTAL GROSS FLOOR AREA:          29,506  SF

PROPOSED DECK AREAS 
FIRST FLOOR   913 - 1,068 SF
SECOND FLOOR      565 - 1010 SF
THIRD FLOOR      562 - 1012 SF

TOTAL DECK AREA:                    2,040 - 3,090  SF

PROJECT DESCRIPTION

REPLACE EXTERIOR EXIT STAIRS AND DECKS ON THE REAR ELEVATION OF A HISTORIC BUILDING. 
REPLACEMENT IS NECESSARY DUE TO POOR CONDITION OF CURRENT STRUCTURE DUE TO ROT 
AND WATER DAMAGE 
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PROJECT IMAGE

PROPERTY OWNER:
JENSEN BLOCK APTS LLC
C/O THE LOW INCOME HOUSING INSTITUTE
1253 S JACKSON ST, SUITE A
SEATTLE, WA 98144
PHONE: (206) 443-9935
CONTACT:  BRAD REULING
cell:  (206) 819-2635
email:  brad.reuling@lihi.org

ARCHITECT
SMR ARCHITECTS
117 S MAIN ST, SUITE 400
SEATTLE, WA 98104
PHONE: (206) 623-1104
ARCHITECT: JOHN WOODWORTH
CONTACT:  PAMELA DERRY
cell:  (425) 445-2365
email:  pderry@smrarchitects.com 

STRUCTURAL ENGINEER:
IL GROSS STRUCTURAL ENGINEERS
23914 56TH AVENUE WEST, SUTIE 200
MOUNTLAKE TERRACE WA 98043
PHONE: (425) 640-7333
CONTACT:  MARK SPEIDEL
cell:  (206) 818-2837
email:  marks@ilgross.com

GEOTECHNICAL ENGINEER
PANGEO
3213 EASTLAKE AVE E, SUITE B
SEATTLE, WA 98102
PHONE: (206) 262-0370
CONTACT:  JOHNNY CHEN
cell:  (425) 205-8633
email:  jchen@pangeoinc.com
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1003.3.3 PROTRUDING OBJECTS SHAL NOT REDUCE THE MINIMUM CLEAR WIDTH OF ACCESSIBLE ROUTES.
TABLE 1004. 5 MAXIMUM FLOOR AREA ALLOWANCES PER OCCUPANT

BUSINESS 150 GROSS
MERCANTILE  60 GROSS
RESIDENTIAL 200 GROSS

1005 MEANS OF EGRESS SIZING
1005.2 MINIMUM WIDTH BASED ON COMPONENT SHAL NOT BE LESS THAN SPECIFIED FOR EACH COMPONENT. 
THE WIDTH AT ANY POINT IN THE PATH OF EGRESS TRAVEL SHALL NOT BE LESS THAN THE WIDTH REQUIRED 
FOR DOORS IN SECTION 1010.
1005.3 STAIRWAYS:  THE CAPACITY, IN INCHES, OF MEANS OF EGRESS STAIRWAYS SHALL BE CALCULATED BY 

MULTIPLYING THE OCCUPANT LOAD SERVED BY SUCH STAIRWAYS BY A MEANS OF EGRESS FACTOR OF 
0.3 PER OCCUPANT. WHERE STAIRWAYS SERVE MORE THAN ONE STORY, ONLY THE OCCUPANT LOAD 
OF EACH STORY CONSIDERED  INDIVIDUALLY SHALL BE USED IN CALCULATING THE REQUIRED 
CAPACITY  OF THE STAIRWAYS SERVING THAT STORY.

1005.3.2 OTHER EGRESS COMPONENTS: THE CAPACITY, IN INCHES, OF MEANS OF EGRESS COMPONENTS 
OTHER THAN STAIRWAYS SHALL BE CALCULATED BY MULTIPLYNG THE OCCUPANT LOAD SERVED BY 
SUCH A COMPOENTS BY A MEANS OF EGRESS CAPACITY FACTOR OF 0.2 INCHES PER OCCUPANT.

1005.7.1  DOORS WHEN FULLY OPENED SHALL NOT REDUCE THE REQUIRED MEANS OF EGRESS WIDTH BY 
MORE THAN 7 INCHES. DOORS IN ANY POSITION SHALL NOT REUDCE THE REQUIRED WIDTH BY MORE 
THAN ONE HALF.

1006.2.1 TWO OR MORE EXITS OR EXIST ACCESS DOORWAYS FROM ANY SPACE SHALL BE PROVIDED WHERE
THE DESIGN OCCUPANT LOAD OR THE COMMON PATH OF EGRESS TRAVEL DISTANCE EXCEEDS THE 
VALUES LISTED IN TABLE 1006.2.1 

TABLE 1006.2.1 SPACES WITH ONE EXIT OR EXIT ACCESS DOORWAY
OCCUPANCY B  MAX. LOAD 49 MAX COMMON PATH OF EGRESS WITH SPRINKLERS: 100 FT
OCCUPANCY R-2  MAX. LOAD 20 MAX COMMON PATH OF EGRESS WITH SPRINKLERS: 125 FT

TABLE 1006.3.1 R-2 (LESS THAN 4 STORIES ABOVE GRADE PLANE);  MAX OF 4 DWELLING UNITS FOR ONE EXIT 
OR ACCESS TO ONE EXIT

1008    MEANS OF EGRESS ILLUMINATION SHALL BE PROVIDED AT EVERY POINT IN THE MEANS OF EGRESS
IN ACCORDANCE WITH SECTION 1008.2. UNDER EMERGENCY POWER, MEANS OF EGRESS ILLUMINATION
SHALL BE ARRANGED IN ACCORDANCE WITH SECTION 1007.1.3

1011.2  STAIRWAY WIDTH AND CAPACITY: MINIMUM WIDTH SHALL BE NOT LESS THAN 44 INCHES.
EXCEPTION: SERVING AN OCCUPANT LOAD OF LESS THAN 50:  WIDTH OF NOT LESS THAN 36 INCHES

1011.7.4 THERE SHALL NOT BE ENCLOSED SPACE UNDER EXTERIOR EXIT STAIRWAYS UNLESS THE SPACE IS 
COMPLETELY ENCLOSED IN 1 HOUR FIRE RESISTANCE RATED CONSTRUCTION. THE OPEN SPACE 
UNDER EXTERIOR STAIRWAYS SHALL NOT BE USED FOR ANY PURPOSE.

1011.8  A FLIGHT OF STAIRS SHALL NOT HAVE A VERTICAL RISE GREATER THAN 12 FT BETWEEN FLOOR 
LEVELS OR LANDINGS.

1020.2  WITH AN OCCUPANT LOAD OF LESS THAN 50, THE MINIMUM CORRIDOR WIDTH IS 36"
1021.1  BALCONIES USED FOR EGRESS PURPOSES SHALL CONFIRM TO THE SAME REQUIREMENTS AS 

CORRIDORS FOR MINIMUM WIDTH, REQUIRED CAPACITY, HEADROOM, DEAD ENDS AND PROJECTIONS.
1021.2  EXTERIOR EGRESS BALCONIES SHALL BE SEPARATED FROM THE INTERIOR OF THE BUILDING BY 

WALLS AND OPENING PROTECTIVES AS REQUIRED FOR CORRIDORS
   EXCEPTION:  SEPARATION IS NOT REQUIRED WHERE THE EXTERIOR EGRESS BALCONY IS SERVED BY 
NOT LESS THAN TWO STAIRWAYS AND A DEAD-END TRAVEL CONDITION DOES NOT REQUIRED
TRAVEL PAST AN UNPROTECTED OPENING TO REACH A STAIRWAY.

1027.5  EXTERIOR EXIT STAIRWAYS SHALL HAVE A MINIMUM FIRE SEPARATION DISTANCE OF 10 FT FROM 
ADJACENT LOT LINES.

1027.6  EXTERIOR EXIT STAIRWAYS SHALL BE SEPARATED FROM THE INTERIOR OF THE BUILDING. OPENINGS 
SHALL BE LIMITED TO THOSE NECESSARY FOR EGRESS FROM NORMALLY OCCUPIED SPACES.
EXCEPTION 3: SEPARATION NOT REQUIRED PROVIDED ITEMS 3.1 THROUGH 3.5 ARE MET:

3.1 EQUIPPED WITH AN AUTOMATIC SPRINKLER SYSTEM IN ACCORDANCE WITH SECTION 903.2.1.1 
OR 903.3.1.2
3.2 THE OPEN ENDED CORRIDORS COMPLY WITH SECTION 1020.
3.3 THE OPEN ENDED CORRIDORS ARE CONNECTED ON EACH END TO AN EXTERIOR EXIT STAIRWAY 
COMPLYING WITH SECTION 1027.
3.4 THE EXTERIOR WALLS AND OPENINGS ADJACENT COMPLY WITH SECTIONS 1023.7 AND 1027.7
3.5 STAIRS AT CHANGE OF DIRECTION
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CENTERLINE
# POUND OR NUMBER

ACOUST ACOUSTICAL
AD AREA DRAIN
ADJUST ADJUSTABLE
AF ACCESS FLOOR
AGGR AGGREGATE
ALUM ALUMINUM
APPROX APPROXIMATE
ARCH ARCHITECTURAL
ASB ASBESTOS
ASPH ASPHALT

BD BOARD
BF BRACE FRAME
BITUM BITUMINOUS
BLDG BUILDING
BLK BLOCKING
BM BEAM
BOT BOTTOM

C.I. CONT. INSULATION
CAB CABINET
CB CATCH BASIN
CEM CEMENT
CER CERAMIC
CH CHALK
CI CAST IRON
CJ CONTROL JOINT
CL CHAIN LINK
CLG CEILING
CLKG CAULKING
CLR CLEAR
CMU CONCRETE MASONRY
CNTR COUNTER
CO CASED OPENING
COL COLUMN
CONC CONCRETE
CONN CONNECTION
CONSTR CONSTRUCTION
CONT CONTINUOUS
CORR CORRIDOR
CTR CENTER
CTSK COUNTERSUNK

DBL DOUBLE
DEPT DEPARTMENT
DF DRINKING FOUNTAIN
DET DETAIL
DIA DIAMETER
DIM DIMENSION
DISP DISPENSER
DN DOWN
DO DOOR OPENING
DP DEEP
DR DOOR
DWR DRAWER
DS DOWNSPOUT
DSP DRY STANDPIPE
DW DISHWASHER
DWG DRAWING

E EAST
EA EACH
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRICAL
ELEV ELEVATOR
EME EMERGENCY
ENCL ENCLOSURE
EOS EDGE OF SLAB
EP ELECTRICAL PANEL
EQ EQUAL
EQPT EQUIPMENT
EWC ELEC. WATER COOLER
EX EXISTING
EXIST EXISTING
EXPO EXPOSED
EXP EXPANSION
EXT EXTERIOR

FA FIRE ALARM
FB FLAT BAR
FC FIBER CEMENT
FD FLOOR DRAIN
FDN FOUNDATION
FE FIRE EXTINGUISHER
FEC FIRE EXT. CABINET
FHC FIRE HOSE CABINET
FIN FINISH

FL FLOORING
FLASH FLASHING
FLUOR FLOURESCENT
FOC FACE OF CONCRETE
FOF FACE OF FINISH
FOP FACE OF PARTITION
FOS FACE OF STUDS
FOT FACE OF TILE
FPRF FIREPROOF
FR IN FLOOR ELECT. RECEPTACLE
FS FULL SIZE
FT FOOT OR FEET
FTG FOOTING
FURR FURRING
FUT FUTURE

GA GAUGE
GALV GALVANIZED
GB GRAB BAR
GL GLASS
GND GROUND
GR GRADE
GWB GYPSUM WALL BOARD
GYP GYPSUM

HB HOSE BIB
HC HOLLOW CORE
HDWD HARDWOOD
HDWE HARDWARE
HM HOLLOW METAL
HORIZ HORIZONTAL
HR HOUR
HGT HEIGHT

ID INSIDE DIAMETER
INSUL INSULATION
INT INTERIOR
INCL INCLUDE

JAN JANITOR
JT JOINT

KIT KITCHEN

LAB LABORATORY
LAM LAMINATE
LAV LAVATORY
LKR LOCKER
LT LIGHT
LVT LUXURY VINYL TILE

MAS MASONRY
MAT MATERIAL
MAX MAXIMUM
MECH MECHANICAL
MEMB MEMBRANE
MTL METAL
MI MATCH LINE
MFR MANUFACTURE(R)
MH MANHOLE
MIN MINIMUM
MIR MIRROR
MISC MISCELLANEOUS
MTD MOUNTED
MUL MULLION

N NORTH
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NTS NOT TO SCALE

OA OVERALL
OBS OBSCURE
OC ON CENTER
OD OUTSIDE DIAMETER (DIM.)
OFCI OWNER FURNISH 

CONTRACTOR INSTALL
ORD OVERFLOW ROOF DRAIN
OSB ORIENTED STRAND BOARD

PRCST PRE-CAST
PL PLATE
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLYWD PLYWOOD
PR PAIR
PT PRESSURE TREATED
PTD PAPER TOWEL DISPENSER
PTD/R PAPER TOWEL DISPENSER & 

RECEPTACLE
PTN PARTITION
PTR PAPER TOWEL RECEPTACLE

QT QUARRY TILE

R RISER
RAD RADIUS
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
RECEPT RECEPTACLE
REF REFRIGERATOR
REG REGISTER
REINF REINFORCED
REM REMOVE(D)
REQ REQUIRED
RM ROOM
RO ROUGH OPENING
RWD REDWOOD
RWL RAIN WATER LEADER

S SOUTH
SAM SELF ADHESIVE MEMBRANE
SC SOLID CORE
SCD SEAT COVER DISPENSER
SCHED SCHEDULE
SD SOAP DISPENSER
SECT SECTION
SF STOREFRONT
SH SHELF
SHWR SHOWER
SHT SHEET
SIM SIMILAR
SND SANITARY NAPKIN DISPENSER
SNR SANITARY NAPKIN RECEPTACLE
SPEC SPECIFICATION
SQ SQUARE
SS STAINLESS STEEL
SSK SERVICE SINK
STA STATION
STD STANDARD
STL STEEL
STOR STORAGE
STRL STRUCTURAL
SUSP SUSPENDED
SYM SYMMETRICAL

TRD TREAD
TB TOWEL BAR
T-BD TACK BOARD
TC TOP OF CURB
TEL TELEPHONE
TER TERRAZZO
T&G TONGUE & GROOVE
THK THICK
TO TOP OF
TOIL TOILET
TP TOILET PAPER
TPD TOILET PAPER DISPENSER
TV TELEVISION
TW TOP OF WALL
TYP TYPICAL

UNF UNFINISHED
UON UNLESS OTHERWISE NOTED
UR URINAL

VAC VACUUM
VCT VINYL COMPOSITE TILE
VERT VERTICAL
VEST VESTIBULE

W WEST
W/ WITH
WC WATER CLOSET
WD WOOD
W/O WITHOUT
WP WATERPROOF
WSCT WAINSCOT
WT WEIGHT
WDW WINDOW
WRB WEATHER RESISTIVE BARRIER

ABBREVIATIONS:

SYMBOLS

1. ALL WORK SHALL COMPLY WITH CODES AND LOCAL ORDINANCES.  SEE "REFERENCE CODES" ON SHEET G000.
2. CONTRACTOR SHALL VERIFY ALL LEVELS, DIMENSIONS AND EXISTING CONDITIONS OF THE JOB BEFORE 

PROCEEDING AND SHALL REPORT ANY DISCREPANCIES TO THE ARCHITECT. IN CASES OF DISCREPANCIES 
BETWEEN EXISTING CONDITIONS AND THE DRAWINGS, THE CONTRATOR SHALL OBTAIN WRITTEN DIRECTIONS 
FROM THE ARCHITECT PRIOR TO PROCEEDING. DIMENSIONS NOTED AS PLUS OR MINUS (±) INDICATE 
UNVERIFIED DISTANCE TO EXISTING REFERENCE AND ARE APPROXIMATE. NOTIFY ARCHITECT IMMEDIATELY OF 
CONFLICTS OR VARIATION FROM INDICATED DIMENSION.

3. NOTED DIMENSIONS TAKE PRECEDENCE OVER SCALED DIMENSIONS.  DO NOT SCALE DRAWINGS.
4. REPETITIVE FEATURES DRAWN OR NOTED ONLY ONCE SHALL BE COMPLETELY PROVIDED AS IF DRAWN OR 

NOTED IN FULL.
5. ALL FRAMING AND INTERIOR PARTITIONS SHALL BE IN ACCORDANCE WITH PLANS AND SPECIFICATIONS. 

STRUCTURAL DETAILS TAKE PRECEDENCE OVER ARCHITECTURAL. WHERE INCONSISTENCIES EXIST, CONTACT 
ARCHITECT FOR CLARIFICATION.

6. CONTRACTOR SHALL CONSULT PLANS OF ALL TRADES FOR DUCTS, PIPING, CONDUIT AND EQUIPMENT, ALL 
SHALL VERIFY SIZE OF ALL OPENINGS REQUIRED AND SHALL COORDINATE WITH TRADE REPRESENTATIVES AS 
APPLICABLE. VERIFY ALL FIELD DIMENSIONS WITH CONDITIONS FOR ITEMS FURNISHED AND INSTALLED. NOTIFY 
ARCHITECT IMMEDIATELY WHERE FIELD CONDITIONS VARY OR CONFLICT WITH INDICATED.

7. CONTRACTOR TO PROVIDE SHORING AND/OR BRACING AS REQUIRED TO COMPLETE THE WORK.
8. PENETRATIONS FOR CONDUITS, DUCTS AND PIPES SHALL BE FIRE SEALED AND DUCTS FIRE DAMPERED, AS 

INDICATED AND AS REQUIRED BY INTERNATIONAL BUILDING CODE, AT FIRE ASSEMBLIES.
9. FIRE PROTECT ALL STEEL COLUMNS & BEAMS TO THE LEVEL OF FIRE RESISTANCE NOTED ON DETAILS AND 

DRAWINGS.
10. THE CONTRACTOR, AT THE COMPLETION OF THIS WORK, SHALL REMOVE ALL DEBRIS RESULTING FROM THE 

WORK.
11. THE CONTRACTOR SHALL BE RESPONSIBLE FOR DAMAGE DONE BY SUBCONTRACTORS TO ADJACENT WORK 

AND SHALL MAKE GOOD SUCH DAMAGE AT THEIR OWN EXPENSE. CONDITIONS TO BE RETAINED WHICH ARE 
DAMAGED AS A RESULT OF WORK DONE UNDER CONTRACT SHALL BE REPAIRED AND FINISHED TO MATCH 
ADJACENT FINISHES.

12. ALL FRAMING AND INTERIOR PARTITIONS SHALL BE IN ACCORDANCE WITH STRUCTURAL ENGINEER'S NOTES.  

GENERAL NOTES:

1. DEMOLITION AND CONSTRUCTION SHALL CONFORM TO THE REQUIREMENTS OF INTERNATIONAL FIRE CODE 
CHAPTER 33

2.FIRE EXTINGUISHERS SHOULD BE LOCATED WITHIN 75' MAX. THROUGHOUT THE BUILDING

GENERAL NOTES FIRE:

SEATTLE MUNICIPAL CODE NOTES:

23.48.280  MAXIMUM PARKING IN SOUTH LAKE UNION URBAN CENTER: 1 PARKING SPACE PER 1000 SF OF GROSS 
NONRESIDENTIAL FLOOR AREA

23.54.015 TABLE A-II-J:  NO REQUIRED PARKING FOR NON-RESIDENTIAL USES IN AN URBAN CENTER
23.54.015 TABLE B-II-L:  NO REQUIRED PARKING FOR MULTIFAMILY RESIDENTIAL IN AN URBAN CENTER

23.54.030   - PARKING SPACE AND ACCESS STANDARDS
A. 1.  "LARGE VEHICLE" PARKING SPACE MEANS SPACE 8.5 FT IN WIDTH AND 19 FEET IN LENGTH
2. "MEDIUM VEHICLE" PARKING SPACE MEANS SPACE 8.0 FT IN WIDTH AND 16 FEET IN LENGTH
3. "SMALL VEHICLE" PARKING SPACE MEANS SPACE 7.5 FT IN WIDTH AND 15 FEET IN LENGTH
4. 'BARRIER-FREEPARKING" MEETS THE FOLLOWING STANDARDS:
a. WIDTH NOT LESS THAN 8 FEET, ADACENT ACCESS AISLE MIN 5 FEET IN WIDTH, VAN SPACE ACCESS AISLE 
MIN 8 FEET CAN SHARE AISLE
b. AT LEAST ONE BARRIER FREE SPACE 19 FEET IN LENGTH, OTHER LENGTH IN APPROX. PROPORTION TO 
THE NUMBER  OF EACH SIZE SPACE PROVIDED ON THE LOT.
B. 2b. NONRESIDENTIAL USES:  WHEN BETWEEN 11 AND 19 PARKING SPACES ARE PROVIDED, A MIN OF 25% OF 
THE PARKING SPACES SHALL BE STRIPED FOR SMALL VEHICLES. A MAX OF 65 OF THE 

PARKING SPACES MAY BE STRIPED FOR SMALL VEHICLES. A MIN OF 35% OF THE SPACES SHALL BE 
STRIPED FOR LARGE VEHICLES.
E. 1. PER TABLE: 90 DEGREE SPACES, 19 FT STALL: REQUIRED AISLE WIDTH  =  24 FEET
2. MIN AISLE WIDTH SHALL BE PROVIDED FOR LARGEST VEHICLES SERVED BY THE AISLE
HYPERLINK "https://up.codes/viewer/washington/ibc-2015/chapter/2/definitions#exterior_exit_stairway"

SEATTLE 2018 EXISTING BUILDING 
CODE NOTES:

602.1  SCOPE. LEVEL 1 ALTERATIONS INCLUDE THE REMOVAL AND REPLACEMENT OR THE COVERING OF 
EXISTING MATERIALS, ELEMENTS, EQUIPMENT, OR FIXTURES THAT SERVE THE SAME PURPOSE

602.2 LEVEL 1 ALTERATIONS SHALL COMPLY WITH THE PROVISIONS OF CHAPTER 7..
702.6 ALL NEW WORK SHALL COMPLY WITH THE MATERIALS AND METHODS REQUIREMENTS OF THE IBC AS 

APPLICABLE
703.1 ALTERATIONS SHALL BE DONE IN A MANNER THAT MAINTAINS THE LEVEL OF FIRE PROTECTION 

PROVIDED.
704.1 ALTERATIONS SHALL BE DONE IN A MANNER TAHT MAINTAINS THE LEVEL OF PROTECTION PROVIDED 

FOR THE MEANS OF EGRESS.

SEATTLE 2018 BUILDING CODE NOTES:

NO DATE DESCRIPTION
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1

HISTORIC - BASEMENT FLOOR PLAN
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HISTORIC - FIRST FLOOR PLAN
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NOTES

1. EXIT LIGHTING TO BE CONNECTED TO EMERGENCY BATTERY POWER PER CODE.
2. EXIT SIGNS TO BE INSTALLED PER CODE AT LOCATIONS INDICATED.
3. CONTRACTOR TO PROVIDE ELECTRICAL PERMIT

(LED ELUX VN34Q) SURFACE MOUNTED 
LED LIGHT FIXTURE 

PROPOSED LIGHT CEILING  FIXTURE
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TOTAL PROPOSED DECK AREA - 3,090 SF
TOTAL PROPOSED RAILING LENGTH - 447'-2"
TOTAL STRUCTURE HEIGHT - 45'-0"

NOTES:
1.EXISTING BRICK VENEER TO REMAIN. REPAIR AT AREAS OF WORK TO MATCH EXISTING U.N.O.
2.EXISTING PLASTER FINISH TO REMAIN. REPAIR AT AREAS OF WORK TO MATCH EXISTING U.N.O.
3.NEW DECK FRAMING, RAILINGS, GATES, FASCIAS, AND GUTTERS TO BE PAINTED TO MATCH 

EXISTING DECK AND TRIM COLOR. VERIFY PAINT SELECTION WITH ARCHITECT.
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601 EASTLAKE AVE E,
SEATTLE, WA 98109

JENSEN
BLOCK

SCALE: 1/4" = 1'-0"
1

NORTH STAIR - WEST

SCALE: 1/4" = 1'-0"
2

NORTH STAIR - EAST

SCALE: 1/4" = 1'-0"
3

NORTH STAIR - SOUTH
SCALE: 1/4" = 1'-0"

4
NORTH STAIR - NORTH

SCALE: 1/4" = 1'-0"
5

MECH ENCLOSURE - WEST
SCALE: 1/4" = 1'-0"

6
MECH ENCLOSURE - EAST

SCALE: 1/4" = 1'-0"
7

MECH ENCLOSURE - NORTH
SCALE: 1/4" = 1'-0"

8
MECH ENCLOSURE - SOUTH

SCALE: 1/4" = 1'-0"
9

SOUTH STAIR - WEST

SCALE: 1/4" = 1'-0"
10

SOUTH STAIR - EAST

SCALE: 1/4" = 1'-0"
11

SOUTH STAIR - SOUTH
SCALE: 1/4" = 1'-0"

12
SOUTH STAIR - NORTH

0' 2' 4' 8' 12'
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1
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A561

1
TYP.

1
1
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1
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- 
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"

1
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' 
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0
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"

9
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- 

1
1
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BASEMENT

LEVEL 1

LEVEL 2

LEVEL 3

TOP PLATE

O

N

N

N

A560

1
TYP.

A563

2
SIM

A562

1
TYP.

A560

2
TYP.

A561

1
TYP.

1
0

' 
- 

0
"

1
0

' 
- 

4
"

1
3

' 
- 

4
"

1
1

' 
- 

4
"

DOWNSPOUT

A541

1

A541

2

02

03

N

N

N

O

A564

1

A560

1
TYP.
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SECTIONS
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PD

JD

601 EASTLAKE AVE E,
SEATTLE, WA 98109

JENSEN
BLOCK

SCALE: 1/4" = 1'-0"
1

DECK SECTION 01
SCALE: 1/4" = 1'-0"

2
STAIR SECTION 01

0' 2' 4' 8' 12'

SCALE: 1/4" = 1'-0"
3

DECK SECTION AT LIGHT WELL
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WALL ASSEMBLY TYPES: EXISTING EXTERIOR WALLS

T
H

E
R

M
A

L
 

V
A

L
U

EFIRE
RATING

&
REPORT NO.

S.T.C.
RATING

&
REPORT NO.

NO. DIAGRAM ASSEMBLY COMPONENTS

01
INT. EXT. EXISTING

1 HOUR 
WALL

NR -

02
EXT. NR -

M
A

S
O

N
R

Y
 O

N
 W

O
O

D
 S

T
U

D
S

 (
E

X
)

• (1) LAYER 5/8" TYPE "X" GWB

• R-21 UNFACED BATT INSULATION

• 2X6 WOOD STUD FRAMING @ 16" O.C. MAXIMUM

• STRUCTURAL PLYWOOD SHEATHING

• 2" MINIMUM AIR SPACE

• 3-5/8" X 2-1/4" X 8" MASONRY VENEER

• AIR BARRIER/WEATHER RESISTIVE BARRIER (WRB), LAP AND 
SEAL SEAMS

INT. EXT.

S
T

U
C

C
O

 O
N

 W
O

O
D

 S
T

U
D

S
 (

E
X

)

• (1) LAYER 5/8" TYPE "X" GWB

• R-21 UNFACED BATT INSULATION

• 2X6 WOOD STUD FRAMING @ 16" O.C. MAXIMUM

• STRUCTURAL PLYWOOD SHEATHING

• AIR BARRIER/WEATHER RESISTIVE BARRIER (WRB), LAP AND 
SEAL SEAMS

• STUCCO FINISH ON SELF-FURRING METAL LATH

EXISTING

1 HOUR 
WALL

03
INT. EXT. EXISTING

1 HOUR 
WALL

NR -

M
A

S
O

N
R

Y
 O

N
 

S
T

R
U

C
T

U
R

A
L
 M

A
S

O
N

R
Y

 (
E

X
) • (1) LAYER 5/8" TYPE "X" GWB

• 12" STRUCTURAL MASONRY WALL (VERIFY ON SITE)

• 2" MINIMUM AIR SPACE

• 3-5/8" X 2-1/4" X 8" MASONRY VENEER

• AIR BARRIER/WEATHER RESISTIVE BARRIER (WRB), LAP AND 
SEAL SEAMS

FLOOR/CEILING ASSEMBLY TYPES

T
H

E
R

M
A

L
 

V
A

L
U

E

FIRE
RATING

&
REPORT NO.

S.T.C.
RATING

&
REPORT NO.

NO. DIAGRAM ASSEMBLY COMPONENTS

N

- - --

E
G

R
E

S
S

 B
A

L
C

O
N

Y
 

1
 H

R
 R

A
T

E
D

• CONCRETE SLAB 2.5" MINIMUM THICKNESS OVER 2" CELLULAR 
DECKING, DEPTH AND GUAGE PER STRUCTURAL. CONCRETE 
TO BE FINISHED WITH WEATHERPROOF SEAL.

• SPRAY-APPLIED FIRE RESISTIVE COATING (MASTIC & INTUMESCENT COATING)
   HILTI  - ALL WEATHER HIGH BUILD - CFP-SP AWHB

1-HR
ANSI / UL 263

BXUV
DESIGN NO. D990 

NA NA

O

- - --

E
G

R
E

S
S

 B
A

L
C

O
N

Y
 

R
O

O
F

1
 H

R
 R

A
T

E
D

• TORCH-DOWN ROOFING PER SPECIFICATION

• 1/2" PLYWOOD SHEATHING PER STRUCTURAL

• 2X10 WOOD JOISTS @ 24" O.C. PER STRUCTURAL

• (2) LAYERS 5/8" TYPE 'X' GWB 1-HR
FM FC 172, 2-25-72; 

ITS, 8-6-98

NA NA

ISSUED SETS

TITLE

PERMIT #

DRAWN

CHECKED

ISSUE DATE

JOB NO.

SHEET NO.:

117 S. Main St., Suite 400

SMR Architects

Seattle, WA 98104

PH: 206.623.1104
FX: 206.623.5285

SDCI STAMP

REVISIONS / NOTES

DATE DESCRIPTIONNO

SDOT #

MUP #

1 08/16/21 LANDMARKS

8
/1

6
/2

0
2

1
 5

:1
3
:2

0
 P

M

A500

ASSEMBLIES

08/16/21

21017

PD

PD

601 EASTLAKE AVE E,
SEATTLE, WA 98109

JENSEN
BLOCK

NO DATE DESCRIPTION



CAR DECKIING
PER STRUCTURAL

WALL ASSEMBLY PER PLAN

HSS BEAM PER STRUCT. 
PAINTED W/ 
INTUMESCENT PAINT

FLOOR ASSEMBLY 
PER SECTION

DECK CAP -  8 X 8 X 1/2" 
ANGLE - PAINTED W/ 
INTUMESCENT PAINT

SEALANT

SAM

1x10 FASCIA

FLASHING W/ DRIP EDGE

(2) LAYERS OF TYPE X 
EXTERIOR GWB

FOR 1-HR FIRE RATING

HSS COLUMN 
PER STRUCT. 
PAINTED W/ 
INTUMESCENT PAINT

STEEL COLUMN PER 
STRUCTURAL

STEEL BEAM PER 
STRUCTURAL

1-HR RATED FIRE 
RESISTIVE COATING

SEALANT

2"

LEDGER  COLLAR @  
STEEL COLUMN -  6 X 4 X 
5/16" ANGLE

DECK CAP -  5 X 5 X 5/16" 
ANGLE

GUTTER

STEEL COLUMN PER 
STRUCTURAL

STEEL BEAM PER 
STRUCTURAL

LEDGER  COLLAR @  
STEEL COLUMN -  6 X 4 X 
5/16" ANGLE

DECK CAP -  5 X 5 X 5/16" 
ANGLE

GUTTER
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CONCRETE
DECK DETAILS

08/16/21
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601 EASTLAKE AVE E,
SEATTLE, WA 98109

JENSEN
BLOCK

SCALE:  3" = 1'-0"

EGRESS BALCONY CONNECTION @ BUILDING1

SCALE:  3" = 1'-0"

SECTION - EGRESS BALCONY CONNECTION @ COLUMN2

SCALE:  3" = 1'-0"

ELEVATION - EGRESS BALCONY COLUMN COLLAR3
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TRENCH DRAIN

DOWNSPOUT
3" O.D.

TPO - LAP OVER FLASHING

FLASHING

SAM

SAM

1x10 FASCIA

FLASHING 
W/ DRIP EDGE

FLASHING W/ DRIP EDGE

(2) LAYERS OF TYPE X 
EXTERIOR GWB

FOR 1-HR FIRE RATING

FABRICATED BRACKET 
TO ATTACH LINEAR DRAIN, 
WELD TO ANGLE - (2) PER 
DRAIN EACH END

WALL ASSY. PER PLAN

ROOF ASSY. PER SECTION

COLUMN PER 
STRUCTURAL

BEAM PER 
STRUCTURAL

DOWNSPOUT

DOWNSPOUT ELBOWS 
TO ACCOMODATE 
MASONRY WALL @ 
GROUND FLOOR LEVEL

1/2" / 12"

MASONRY WALL

CAR DECKING
PER STRUCTURAL

WALL ASSEMBLY PER PLAN

HSS BEAM PER STRUCT. 
PAINTED W/ 
INTUMESCENT PAINT

FLOOR ASSEMBLY 
PER SECTION

DECK CAP -  8 X 8 X 1/2" 
ANGLE - PAINTED W/ 
INTUMESCENT PAINT

SEALANT

SAM

1x10 FASCIA

2X BLOCKING

(2) LAYERS OF TYPE X 
EXTERIOR GWB

FOR 1-HR FIRE RATING

HSS COLUMN 
PER STRUCT. 
PAINTED W/ 
INTUMESCENT PAINT

SEALANT & BACKER ROD

FLASHING & DRIP EDGE

TRENCH DRAIN

EDGE OF TPO

FLASHING

SCREEN & GATE ABOVE
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SCALE:  3" = 1'-0"

DECK SECTION AT LIGHT WELL - Callout 11

SCALE:  3" = 1'-0"

DECK SECTION @ MASONRY WALL2

SCALE:  3" = 1'-0"

PROPOSED - SECOND FLOOR - Callout 13
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4' - 5"

4 X 4.5 C-CHANNEL FRAME

3/4" DIA. STEEL PICKET

4 X 4.5 C-CHANNEL TOP RAIL 

FINISHED 
FLOOR

3/4" DIA. STEEL PICKET - EQUALLY SPACED

5 x 5 x 5/16" HSS COLUMN 
PER STRUCTURAL

4 X 4.5 C-CHANNEL FRAME

4 X 4.5 C-CHANNEL FRAME

M
IN

.

3
' 
- 

6
"

5
 1

/2
"

3
3

 1
/2

"
3

"

4 X 4.5 C-CHANNEL TOP RAIL 

DRAINAGE HOLE - (2) PER RAILING 
(EXEPT ON SLOPED RAILINGS, THEN 
ONE DRAIN @ LOWEST BOTTOM CORNER)

1/2" STEEL F'BAR 
ATTACHMENT TAB

1/2" NUT & BOLT W/ 
BEVELED WASHER

A-A

A A

B-B

B

B

SECTION A-A

SECTION B-B

WEST ELEVATION GUARDRAILS TYP.
NOTE: ALL NORTH AND SOUTH BALCONY 

GUARDRAILS TO FOLLOW SLOPE OF 
BALCONY WALKWAY.

4
" 

M
A

X
.

4
" 

M
A

X
.

3
"

4" MAX.

3 1/2"

FINISH - POWDER COAT

7' - 2"

2' - 6"

2 X 2 X 1/4" WIRE STEEL WWM INFILL PANEL

DRAINAGE HOLE - (2) PER RAILING

3/4 X 1 1/2" STEEL FLAT BAR "X"

3 X 1 1/2 X 1/8"  STEEL TUBE CENTER POST
4 X 4.5 C-CHANNEL FRAME

3/4 X 1 1/2" STEEL F'BAR "X"

2 X 2 X 1/4" WIRE 
WWM INFILL PANEL

4 X 4.5 C-CHANNEL TOP RAIL 

5 x 5 x 5/16" HSS COLUMN
PER STRUCT.

4 X 4.5 C-CHANNEL FRAME

M
IN

.

3
' 
- 

6
"

5
 1

/2
"

2
' 
- 

9
 1

/2
"

3
"

DRAINAGE HOLE - (2) PER RAILING

1/2" STEEL F'BAR 
ATTACHMENT TAB

1/2" NUT & BOLT W/ 
BEVELED WASHER

4 X 4.5 C-CHANNEL FRAME

1/4 X 3/4" F'BAR FRAME 
TO CAPTURE WWM

INFILL PANEL

1 X 1 X 3/16" ANGLE FRAME

A-A

A A

B-B

B

B

SECTION A-A

SECTION B-B

4" MAX.

3 1/2"

3/4" DIA. STEEL PICKET - EQUALLY SPACED

4
" 

M
A

X
.

3
"

3/4" DIA. STEEL PICKET

FINISH - POWDER COAT

4
" 

M
A

X
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BLOCK

SCALE:  1 1/2" = 1'-0"

GUARDRAILS - TYP.1

SCALE:  1 1/2" = 1'-0"

GUARDRAILS - DECORATIVE INFILL - TYP.2
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12' - 0"

3 X 3 X 1/4" HSS MID-POST - WELD TO STEEL EMBED 
IN STEEL/CONC BALCONY, PER STRUCTURAL 

FINISHED 
FLOOR

4 X 4.5 C-CHANNEL FRAME

3/4" DIA. STEEL PICKET

4 X 4.5 C-CHANNEL TOP RAIL 

4 X 4.5 C-CHANNEL FRAME

4 X 4.5 C-CHANNEL FRAME

3/4" DIA. STEEL PICKET - EQUALLY SPACED

4 X 4.5 C-CHANNEL TOP RAIL -
MECHANICALLY ATTACH AT PICKETS 

DRAINAGE HOLE - (2) PER RAILING

5 x 5 x 5/16" HSS COLUMN
PER STRUCT.

1/2" STEEL F'BAR 
ATTACHMENT TAB

1/2" NUT & BOLT W/ 
BEVELED WASHER

A-A

A A

C-C

C C

SECTION A-A

SECTION B-B

SECTION C-C

WEST ELEVATION GUARDRAILS TYP.
NOTE: ALL NORTH AND SOUTH BALCONY 

GUARDRAILS TO FOLLOW SLOPE OF 
BALCONY WALKWAY.

4
" 

M
A

X
.

4" MAX.

3 1/4"

4
" 

M
A

X
.

3
"

5
 1

/2
"

2
' 
- 

9
 1
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"

3
"

M
IN

.

3
' 
- 

6
"

FINISH - POWDER COAT
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SCALE:  1 1/2" = 1'-0"

GUARDRAILS - LONG SPAN - TYP.1
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M
A

X
 -

 T
Y

P
. 
R

IS
E

R

7
"

TYP. TREAD

11"

3
"

2"

1/2" DIA. DRAINAGE HOLE  EACH 
G'RAIL SECTION

H'RAIL BRACKET

MTG BRACKET

1 1/2 X 3 X 1/8" HSS POST

C3X 4.1 CHANNEL FRAME

3/4" DIA. PICKET - EQUALLY SPACED 

C3X 4.1 CHANNEL RAIL CAP, 
CONTINUOUS

3
' 
- 

0
 3

/4
"

M
IN

. 
A

B
O

V
E

 N
O

S
IN

G

3
' 
- 

6
"

1 1/2"

2
' 
- 

1
0

"

H'RAIL 1 1/4  SCH 40 PIPE

3
"

C-CHANNEL STRINGER PER 
STRUCTURAL

PRE-CAST CONCRETE TREAD

1/2" DIA DRAINAGE HOLE 
IN C3X4.1 CHANNEL

1/2" DIA. H'RAIL BRACKET

1 1/2 X 3 X 1/8" HSS POST

3/8" STEEL BAR MTG BRACKET

1 1/4 SCH 40 PIPE H'RAIL

A-A

B-B

B

B

A A

SECTION A-A SECTION B-B

2 x 2 x 1/4" STEEL ANGLE  
TREAD MOUNTING BRACKET

7"

C
-C

C

C

SECTION C-C

2"

1 1/2"

RAIL CAP MOUNTING TAB

1/4 X 1 1/2" STEEL TAB

FINISH - POWDER COAT

3/4" DIA. STEEL PICKET - EQUALLY SPACED

4" MAX.

3 1/2"

M
A

X

4
"

5
 1

/4
"
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RAILINGS @ STAIRS1
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3' - 1" 3" 4' - 8" 6" 5' - 1" 3" 5' - 1" 3"

(3) TYP.

5' - 1" 6"

6
' 
- 

8
"

3
"

3
' 
- 

0
"

3
"

1
0

' 
- 

1
 1

/2
"

1/8" STEEL SHEET PANEL, 
EACH SIDE TO CONTAIN 
LOCKSET AND PROVIDE 
SECURITY BARRIER

HINGE (3 THUS)

3 X 3 1/8" WALL TUBE 
STEEL UPPER FRAME

2 X 2 X 1/8" WALL TUBE 
STEEL GATE FRAME

2 X 2 X 1/4 WIRE WWM

3 X 3 1/8" WALL TUBE 
STEEL LOWER FRAME

3 X 3 1/8" WALL TUBE 
STEEL MID FRAME TYP.

STEEL POST PER 
STRUCTURAL TYP.

C3X 4.1 CHANNEL FRAME

A-A
B-B

3 x 3 x 1/8" HSS FRAMING
PER STRUCT.

1/2" STEEL F'BAR 
ATTACHMENT TAB

1/2" NUT & BOLT W/ 
BEVELED WASHER

2 X 2 X 1/4" WIRE 
WWM INFILL PANEL

1/4 X 3/4" F'BAR FRAME 
TO CAPTURE WWM

INFILL PANEL

1 X 1 X 3/16" ANGLE FRAME

2 X 2 X 1/4" WIRE 
WWM INFILL PANEL

1/4 X 3/4" F'BAR FRAME 
TO CAPTURE WWM
INFILL PANEL

1 X 1 X 3/16" ANGLE FRAME

STEEL COLUMN
PER STRUCT.

1/2" STEEL F'BAR 
ATTACHMENT TAB

1/2" NUT & BOLT W/ 
BEVELED WASHER

C3X 4.1 CHANNEL FRAME

SECTION A-A

SECTION B-B
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1

FIRST FLOOR BARRIERS - TYP.
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2

FIRST FLOOR BARRIERS - ENLARGED SECTIONS
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1/8" STEEL SHEET PANEL, 
EACH SIDE TO CONTAIN 
LOCKSET AND PROVIDE 
SECURITY BARRIER

HINGE (3 THUS)

3 X 3 1/8" WALL TUBE 
STEEL FRAME

2 X 2 X 1/8" WALL TUBE 
STEEL GATE FRAME

3" 3" 3' - 1" 3" 9" 3" 3"

2
' 
- 

4
 1

/2
"

1
' 
- 

6
"

2
' 
- 

4
 1

/2
"

2 X 2 X 1/4 WIRE WWM

SEE G'RAIL DETAILS ON 2/A560 FOR  CAPTURING MESH

7
' 
- 

0
 1

/2
"

6
' 
- 

3
"

A-A

B-B

SECTION A-A

SECTION B-B

2 X 2 X 1/4 WIRE WWM

HINGE (3 THUS)

2 X 2 X 1/8" WALL TUBE 
STEEL GATE FRAME

STEEL KNIFE PLATE ATTACHED TO EXISTING 
WALL WITH BLOCKING AS REQUIRED

WRB LAYER BENEATH KNIFE PLATE. LIQUID 
FLASHING APPLIED OVER TOP ONCE INSTALLED.

FASTEN 1/2" STEEL F'BAR TO KNIFE 
PLATE W/ (3) 1/2" NUT & BOLT 

1/4 X 3/4" F'BAR FRAME 
TO CAPTURE WWM

INFILL PANEL

1 X 1 X 3/16" ANGLE FRAME

1/4 X 3/4" F'BAR FRAME 
TO CAPTURE WWM

INFILL PANEL

1 X 1 X 3/16" ANGLE FRAME

3 X 3 1/8" WALL TUBE 
STEEL FRAME

2 X 2 X 1/8" WALL TUBE 
STEEL FRAME

ALL GAPS AND OPENINGS TO 
BE NO WIDER THAN 4" TYP.
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